
From: Aram Varjabedian
To: tberardinelli@town.hull.ma.us; Bill Boornazian; david.burns (david.burns@state.ma.us); Frank Cavaleri; Joyce,

Ryan (FWE); John Struzziery; jsullivan (jsullivan@town.hull.ma.us); kbornheim (kbornheim@town.hull.ma.us);
Krahforst, Chris (ckrahforst@town.hull.ma.us); Lemnios, Philip (plemnios@town.hull.ma.us); Carol O"Connor;
Robert Scott; Turin, David; bkiely; Stigliani, Joseph; Peter Lyons; Audrey Iodice

Subject: RE: Sanitary System Overflow [SSO] Report - Hull, MA - MA0101231 - 1111 Nantasket Ave.
Date: Saturday, June 06, 2020 7:40:47 AM
Attachments: image002.png

image006.png
SSO_Notification_report_060220_for_HullWPCF_MA0101231_submitted.pdf

Good morning:
Please find the Sanitary System Overflow report for the incident that occurred earlier in the week on June 2nd at
the Hull Wastewater treatment Facility. The report was prepared by the Project Engineer, Peter Lyons.
Should you have any questions or need additional information, please contact me.
Sincerely,
Aram
Aram Varjabedian - Plant Manager
Hull Wastewater Treatment Facility
1111 Nantasket Avenue
Hull, MA 02045
Phone 781.925.0906, Fax 781.925.3056, Cell 339.214.8334
www.woodardcurran.com

COMMITMENT & INTEGRITY DRIVE RESULTS
From: Aram Varjabedian 
Sent: Tuesday, June 2, 2020 2:10 PM
To: tberardinelli@town.hull.ma.us; Bill Boornazian <wboornazian@woodardcurran.com>;
david.burns (david.burns@state.ma.us) <david.burns@state.ma.us>; Frank Cavaleri
<fcavaleri@woodardcurran.com>; Joyce, Ryan (FWE) <ryan.joyce@state.ma.us>; John Struzziery
<jstruzziery@town.hull.ma.us>; jsullivan (jsullivan@town.hull.ma.us) <jsullivan@town.hull.ma.us>;
kbornheim (kbornheim@town.hull.ma.us) <kbornheim@town.hull.ma.us>; Krahforst, Chris
(ckrahforst@town.hull.ma.us) <ckrahforst@town.hull.ma.us>; Lemnios, Philip
(plemnios@town.hull.ma.us) <plemnios@town.hull.ma.us>; Carol O'Connor
<coconnor@town.hull.ma.us>; Robert Scott <rscott@woodardcurran.com>; Turin, David
(Turin.David@epa.gov) <Turin.David@epa.gov>; bkiely <bkiely@town.hull.ma.us>; Stigliani, Joseph
<jstigliani@town.hull.ma.us>; Peter Lyons <plyons@woodardcurran.com>; Audrey Iodice
<AIodice@woodardcurran.com>
Subject: RE: Sanitary System Overflow [SSO] Notification Report - Hull, MA - MA0101231 - 1111
Nantasket Ave.
Good afternoon. I am forwarding to you information received from Peter Lyons, Project Engineer.
On behalf of the Town of Hull, Woodard & Curran is hereby notifying MassDEP Southeast Region and EPA
Region 1 of a Sanitary Sewer Overflow [SSO] which occurred on 6/2/2020 at approximately 11:00AM. The SSO
was due to a faulty wastewater bypass installed by the Town’s Contractor who was working to repair defective
sewer piping and manholes in the area. The wastewater bypass had a leak on a road ramp stationed on
Nantasket Avenue (just outside the WWTF gates) and also a faulty joint in the wastewater bypass piping inside
of the WWTF gates. The leak at the road ramp resulted in approximately 10 gallons of wastewater spillage and
the leak inside the WWTF gates resulted in approximately 75 gallons of wastewater spillage.
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection – Watershed Permitting Program 


Sanitary Sewer Overflow (SSO)/Bypass 
Notification Form 


 FOR DEP USE ONLY 
 
 


Tax Identification Number 


 A. Reporting Facility  


Important: When 
filling out forms 
on the computer, 
use only the tab 
key to move your 
cursor - do not 
use the return 
key. 


 


1. Facility Information 


Hull, MA WPCF 
Reporting Sewer Authority 


 MA0101231 
Permit # 


2.  Authorized Representative Transmitting Form: 


Aram 
First Name 


 


Varjabedian 
Last Name 


781-925-0906 
Telephone No.  


  Plant Manager 
Title   


 avarjabedian@woodardcurran.com 
E-mail Address    


B. Phone Notifications: 


See DEP 
Regional Office 
telephone and 
fax numbers at 
the end of this 
form. 


1. MassDEP staff contacted: 
David 
first name 


 


Burns 
last name 


 
 Date/Time contacted: 


6/2/2020 
Date   


 


2:10 
Time  


 


  am  pm 


2. EPA staff contacted: 
David 
first name 


 


Turn 
last name  


  
Date/Time EPA contacted: 


6/2/2020 
Date  


 


2:10 
Time  


 


  am  pm 


 
3. Board of Health contacted: 


Joyce 
First Name 


 


Sullivan 
Last Name 


 
Date/Time contacted: 


6/2/2020 
Date  


 


2:10 
Time  


 


  am  pm 


 
4. Others notified (select all that apply);    Conservation Commission 


 
  Harbormaster   Shellfish Warden   Division of Marine Fisheries 


 
   Downstream Drinking Water Supplier    Watershed Association 


 
  Beach Resource Manager  Other: 


 DPW Director - Joseph Stigliani, Town Manager 
- Philip Lemnios 
(specify)  C. SSO Information 


 
1. SSO Discovered: 


6/2/2020 
Date  


 


11:00 
Time 


 


  am  pm 


 
 By: 


Town Contrator (Green Mountain Pipeline Services 
 


 
2. SSO Stopped: 


6/2/2020 
Date  


 


11:15 
Time 


 


  am  pm 


 
3. SSO Discharge from:  Sanitary Sewer Manhole  Pump Station 


 
  Backup into Property  Other: 


 Temporary Wastewater Bypass System 
(specify) 


 
4. SSO Discharge to:  Ground Surface (no release to surface water) 


 
  Direct to Receiving Water 


      
(surface water) 


 
  Catch basin to Receiving Water 


      
(surface water) 


 
  Backup into Property Basement  
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection – Watershed Permitting Program 


Sanitary Sewer Overflow (SSO)/Bypass 
Notification Form 


 FOR DEP USE ONLY 
 
 


Tax Identification Number 


 C. SSO Information (cont.) 


 
Location: 


1111 Nantasket Avenue (Hull WWTF) 
(Description of discharge site or closest address) 


 
5. Estimated SSO Volume at time of this Report:  


85 Gallons 
 


  
 Method of Estimating Volume: 


Visual Observation  
 


 
6. Cause of SSO Event: 


 
  Rain Event   Pump Station Failure  Insufficient Capacity in System 


 
 Treatment Unit failure  


 
 Sewer System Blockage:  Pipe Collapse  Root Intrusion  Grease Blockage  


 
  Other: 


 Construction - Temporary wastewater bypass system leak (failed road ramp ball 
valve and failed HDPE joint weld). 
(Specify)  


7. Corrective Actions Taken: 


  The Contractor and Woodard & Curran facility staff utilized their vacuum truck to clean the catch 
basin adjacent to the spills out of an abundance of caution. During the spill, Woodard & Curran facility 
staff responded quickly to lay down magnetic spill mats over the catch basins to ensure that no spillage 
would reaach receiving waters. This affected area was washed down and then vacuumed using the 
Contractor’s vacuum truck. 


 


 


 


 


 


 


 


 
Impact Area cleaned and/or disinfected:   Yes   No 


 Cleaned using hose washdown and vacuum truck.  Catch basin vacuumed by Contractor's vacuum 
truck.  


 


 


 


 
Corrective Actions Completed:     Yes   No 


 Road ramp ball valve closed and the HDPE pipe joint that had leaked was re-welded.  
 


 
 


 D. Comments/Attachments/Follow-up 


  I wish to provide (select all that apply): 


   Attachment   Additional comments below:  No additional comments or attachments 


  Additional comments and planned actions: 


 
 See attached Figure 1 and Town of Hull Supplemental SSO Form (Unaurthorized Discharge 


Summary to Surface Waters)  
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection – Watershed Permitting Program 


Sanitary Sewer Overflow (SSO)/Bypass 
Notification Form 


 FOR DEP USE ONLY 
 
 


Tax Identification Number 


 E. Certification Statement 


  I certify under penalty of law that this document and all attachments were prepared under my 
direction or supervision in accordance with a system designed to assure that qualified personnel 
properly gather and evaluate the information submitted. Based on my inquiry of the person or persons 
who manage the system, or those persons directly responsible for gathering the information, the 
information submitted is, to the best of my knowledge and belief, true, accurate, and complete. I am 
aware that there are significant penalties for submitting false information, including the possibility of 
fine and imprisonment for knowing violations. 


 


 


 


  
Signature of Authorized Representative 


       
Date Signed 


  Please keep a copy of this report for your records. When submitting additional information, include 
the MassDEP Incident Number from this report. 


 
  


 
MassDEP Regional Office and EPA Telephone and Fax Numbers: 


 
 Northeast Region Phone: 978-694-3215 Fax:  978-694-3499 


 
 Southeast Region Phone: 508-946-2750 Fax:  508-947-6557 


 
 Central Region Phone: 508-792-7650 Fax:  508-792-7621 


 
 Western Region Phone: 413-784-1100 Fax:  413-784-1149 


 
 EPA Contact Phone:  617-918-1870 Fax: 617-918-0870 


  DEP 24-hour 
emergency 


Phone:  888-304-1133  


 



avarjabedian

Text Box

Aram Varjabedian



avarjabedian

Text Box



avarjabedian

Text Box

6/6/20



avarjabedian

Re: Text Box



avarjabedian

Text Box

Prepared by Peter Lyons







Town of Hull Wastewater Treatment Plant 
 


 
 


1111 Nantasket Avenue 


Hull, MA 02045 


(781) 925-1207 


 


 


 


NPDES Permit # 


MA0101231 


   


Unauthorized Discharge Summary to Surface Waters 


 


 
Location (address or latitude and longitude); 


 


1111 Nantasket Avenue Hull, MA (42.305999, -


70.899456) 


(Hull WWTF) 


Date and Time unauthorized discharge began; 


 


Tuesday, June 2 at 11:00 AM 


Date and Time unauthorized discharge stopped;


  


 


Tuesday, June 2 at 11:15 AM 


Source of the notification (e.g., property owner, 


field crew, police);  


 


Contractor located leak in temporary wastewater 


bypass system. 


Type of asset from which the unauthorized 


discharge occurred (e.g., station, manhole, 


main);  


 


Temporary Wastewater Bypass System 


Estimated gallons released;  


 


85 


Method used to estimate volume;  


 


Estimate based on visual observation. 


 


Cause of the unauthorized discharge, (blockage 


or break; mechanical, electrical, or structural 


failures);  


 


The Town’s Contactor (Green Mountain Pipeline) 


temporary wastewater bypass failed due to leaking 


ball valve on road ramp (source of 5 gallons) and 


defective HDPE joint weld (source of 75 gallons).  


Temporary wastewater bypass was in place as part 


of CWSRF 4445 change order to bypass headworks 


in order to line 36” DI influent pipe.  


 


If caused by a blockage, identify the type of 


blockage (e.g., grease, rags, debris);  


 


NA 







If caused by a mechanical, electrical, or 


structural failure, the date of the last inspection,  


maintenance, or repair of the failed asset;  


 


NA 


Did the release reach any portion of the Town’s 


Municipal Separate Storm Sewer System 


(“MS4”).   


 


No. 


If the release occurred to the ground, provide the 


location of the nearest down-gradient catch 


basin and the name of the receiving water to 


which the catch basin discharges; 


 


The SSO did not make its way to any catch basins. 


However out of an abundance of caution, the 


Contractor used their vac truck to clean the catch 


basins in the area.   


Did the release reach a wetland or surface 


water?  


If so, include the name and exact location where? 


 


No.  


Measures taken to minimize the volume and 


duration of the unauthorized discharge; 


Woodard & Curran facility staff was able to act 


quickly and install magnetic catch basin covers to 


prevent wastewater from entering the MS4 system.    


Measures taken to clean the area where the 


unauthorized discharge occurred; 


 


The Contractor utilized their vacuum truck to clean 


each catch basin in the area as well as wash down 


the affected roadway.  


Corrective actions taken to prevent reoccurrence 


of unauthorized discharges at the same location;  


 


Road ramp ball valve closed and the HDPE pipe 


joint that had leaked was re-welded.  


Date of the last unauthorized discharge in the 


same general location; 


 


4/14/2020 


  


 







 


 


 


Bypass Plan for Lining MH 20122 


 


 


 


12 inch HDPE 


Road Ramp Road Ramp 
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Road 


Ramp 


Ahead 
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plyons

Text Box

ATTACHMENT 1 - FIGURE 1: BYPASS LAYOUT



plyons

Callout

DEFECTIVE BALL VALVE ON ROAD RAMP - SOURCE OF 5 GALLONS, SEE PHOTO 1



plyons

Callout

DEFECTIVE WELD ON HDPE, SEE PHOTO 2



plyons

Callout

MAGNETIC CB COVER UTILIZED (TYP) SEE PHOTOS 3, 4, 5



plyons

Text Box

PHOTO 3 - MAGNETIC CB COVERS



plyons

Text Box



plyons

Image



plyons

Text Box

PHOTO 1 - REPAIRED BALL VALVE



plyons

Image



plyons

Text Box

PHOTO 2 - REPAIRED HDPE WELD



plyons

Image



plyons

Image



plyons

Text Box

PHOTO 4 - VAC CATCH BASIN



plyons

Image



plyons

Text Box

PHOTO 5 - DRY CATCH BASIN







The on-site staff responded quickly to lay down magnetic spill mats over the catch basin covers, to prevent flow
into the basins. The spillage did not make its way to receiving waters. The driveway and roadway were washed
down and cleaned, and the basins in these areas were vactored and cleaned out of caution.
The Contractor and the W&C staff have responded to this event and a formal report will be submitted within 5
days of the occurrence.
In the meantime, should you have any questions please do not hesitate to contact me.
Sincerely,
Aram
Aram Varjabedian - Plant Manager
Hull Wastewater Treatment Facility
1111 Nantasket Avenue
Hull, MA 02045
Phone 781.925.0906, Fax 781.925.3056, Cell 339.214.8334
www.woodardcurran.com

COMMITMENT & INTEGRITY DRIVE RESULTS

https://gcc01.safelinks.protection.outlook.com/?url=http%3A%2F%2Fwww.woodardcurran.com%2F&data=02%7C01%7CTurin.David%40epa.gov%7C1644115cd96345f48bee08d80a0e7295%7C88b378b367484867acf976aacbeca6a7%7C0%7C0%7C637270404465161984&sdata=%2BONWea%2FPZR2mbiV3Wc6FzCaXyi4FrpBy9Ii4UBmjWY0%3D&reserved=0

